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INTRODUCTION

OPTIONAL LINE MONITORING RESISTOR, CUSTOMER SUPPLIED, A

RECOMMENDED MINIMUM VALUES: RSR - 11/05/2021

] fr 14V MAX SYSTEM = 120Q MIN, 2W MIN OR 1KQ MIN, 0.5W MIN PRODUCT OPTIONS K & Y NAMED
28V MAX SYSTEM = 470Q MIN, 2W MIN OR 2.4KQ MIN, 0.5W MIN B RSR - 07/07/2022
¢ | AcN0151|PRODUCT OPTION K DETAILS ADDED
Single Stage Configuration Config.: 1a| Two Stage Configuration Config.: 1b | Three/Four Stage Configuration Config.: 1c| |

Line Monitoring

Set to positive switching (default)

Common Negative
Set to positive switching (default)

Common Negative
Set to positive switching (default)

Stage 1: Apply Power to Stage 1 +ve & Stage 1 -ve

Stage 1: Apply Power to Stage 1 +ve & Common -ve
Stage 2: Apply Power to Stage 2 +ve & Common -ve

Stage 1: Apply Power to Stage 1 +ve & Common -ve
Stage 2: Apply Power to Stage 2 +ve &Common -ve
Stage 3: Apply Power to Stage 3 +ve &Common -ve
Stage 4: Apply Power to Stage 2 +ve, Stage 3 +ve & Common -ve

@ 1)) @ 1)) @ ]
—— —— —
Stage 1 +ve IN — + Stage 1 +ve IN — + Stage 1 +ve IN — +
Stage 1 +ve OUT — + Stage 1 +ve OUT — + Stage 1 +ve OUT — +
Stage 1 -ve IN—|| || - Common -ve IN—|| || - Common -ve IN —|| || -
Stage 1 -ve OUT — - Common -ve OUT — - Common -ve OUT — -
| | | | %
| | —
Stage 2 +ve — || || S2 Stage 2+ve —|| |[T| S2
[ Stage 3 tve — S3
| E—— | E—— | S
DRAWING TO BS8888:2000 SURFACE FINISH | WEIGHT (K
RUETE s o sorovos O RAT 16/0312021 V| mmesmersesnns | (D2S | thewnec @ =1 | A3
CHECKED DATE AN T o e P L SO0 THeR | europea sarery svsrems o] |1 AT 12N & A121 DC SOUNDER
STANDARDS B.ISARD 16/03/2021 WRITTEN CONSENT. IMPRESS HOUSE WIRING DIAGRAMS
ALTERNATIVE MATERIAL @ AS PEERU&?'EEAFND%'?'\EEOTIXIEEEEE%SOWB'ABOVE LONI{)-\(C);I-\ll—?/\’I\js 7QH SCALE SHEET DRAWING NUMBER
ALERTALARM RANGE ~ |APPROVED DATE WWW.E2S.COM D221-06-001
R.N.POTTS 16/03/2021 NTS |10F 3 -06-




1 | 2 | 3 | 4 | 5 6 | 7 | 8 | 9 | 10
ISSUE| MOD No. REASON - INITIAL - DATE

A INTRODUCTION
RSR - 11/05/2021

OPTIONAL LINE MONITORING RESISTOR, CUSTOMER SUPPLIED, B PRODUCT OPTIONS K & Y NAMED
] — RECOMMENDED MINIMUM VALUES: e 1ka o1 SWITCHES FOR STAGE OPERATION RSR - 07/07/2022

14V MAX SYSTEM = 120Q MIN, 2W MIN OR 1KQ MIN, 0.5W MIN
o 28V MAX SYSTEM = 470Q MIN, 2W MIN OR 2.4KQ MIN, 0.5W MIN CUSTOMER SUPPLIED C | ACNO151 Egg?g&gs%%g“o'\l K DETAILS ADDED

Three/Four Stages. Voltage Free 2nd, 3rd & 4th Stage Activation Configuration

Config.: 2

Two Stage Configuration

Common Positive

Customer Set H1 & H2 to Negative Switching (See Below)

Independent Stage Input
Reverse Polarity Stage Monitoring

Stage 1: Apply Power to Common +ve & Stage 1 -ve
Stage 2: Apply Power to Common +ve & Stage 1 -ve & connect Stage 2 -ve to Stage 1 -ve
Stage 3: Apply Power to Common +ve & Stage 1 -ve & connect Stage 3 -ve to Stage 1 -ve
Stage 4: Apply Power to Common +ve & Stage 1 -ve

& connect Stage 2 -ve & Stage 3 -ve to Stage 1 -ve

Stage 1: Apply Power to Stage 1 +ve & Stage 1 -ve
Stage 2: Apply Power to Stage 1 +ve & Stage 1 -ve & connect Stage 2 -ve to Stage 1 -ve
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Config.: 3
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A INTRODUCTION
RSR - 11/05/2021
A OPTIONAL LINE MONITORING RESISTOR, CUSTOMER SUPPLIED, B PRODUCT OPTIONS K & Y NAMED
T SRR i on o o ||+ ISHES FOR STAGE OPERATION RSR - o101 2022
28V MAX SYSTEM = 4700 MIN. 20 MIN OR 2.4KQ MIN, 0.5W MIN CUSTOMER SUPPLIED C |ACNO0151 Egg?g&g&z%yfr\j K DETAILS ADDED
| Two Stage Configuration Config.: 4 | Two/Three Stage Voltage Free Activation Configuration Config.: 5
Independent power input for alarm stage activation. Customer Set H1 & H2 to Negative Switching (See Below)
Line monitoring available for Stage 1 & 2 alarm stage.
5 Line monitoring requires common negative between each
power input.
Line monitoring maximum voltage: 4Vdc. Power: +ve & -ve
Not to be used for reverse polarity line monitoring. Stage 1: Connect Stage 1 -ve to Common -ve
— Stage 1: Apply Power to Stage 1 +ve & Stage 1 -ve Stage 2: Connect Stage 2 -ve to Common -ve
Stage 2: Apply Power to Stage 2 +ve & Stage 2 -ve Stage 3: Connect both Stage 1 -ve & Stage 2 -ve to Common -ve
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