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SWITCHES FOR STAGE OPERATION
CUSTOMER SUPPLIED

WIRING LINKING BEACON & SOUNDER
FACTORY FITTED
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Single Stage Configuration                                                                                 Config.: 1a
Stage 1: Connect Stage 1 Live to terminal 'L/+' & Stage 1 Neutral to terminal 'N/-'

Linked Sounder & Beacon Activation (Default)
Three/Four Stage Configuration                                                                               Config.: 1b
Stage 1: Connect Stage 1 Live to terminal 'L/+' & Stage 1 Neutral to terminal 'N/-'
Stage 2: Connect Stage 1 Live to terminal 'L/+' & Stage 1 Neutral to terminal 'N/-' and link terminal 

'S2' to Stage 1 Live
Stage 3: Connect Stage 1 Live to terminal 'L/+' & Stage 1 Neutral to terminal 'N/-' and link terminal 

'S3' to Stage 1 Live
Stage 4: Connect Stage 1 Live to terminal 'L/+' & Stage 1 Neutral to terminal 'N/-' and link both 

terminals 'S2' & 'S3' to Stage 1 Live
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SWITCHES FOR STAGE OPERATION
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Independent Sounder & Beacon Activation (Remove Link Wires)
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Single Stage Configuration                                                                                 Config.: 2a
Stage 1: Connect Stage 1 Live to terminal 'L/+' & Stage 1 Neutral to terminal 'N/-'

Three/Four Stage Configuration                                                                               Config.: 2b
Stage 1: Connect Stage 1 Live to terminal 'L/+' & Stage 1 Neutral to terminal 'N/-'
Stage 2: Connect Stage 1 Live to terminal 'L/+' & Stage 1 Neutral to terminal 'N/-' and link terminal 

'S2' to Stage 1 Live
Stage 3: Connect Stage 1 Live to terminal 'L/+' & Stage 1 Neutral to terminal 'N/-' and link terminal 

'S3' to Stage 1 Live
Stage 4: Connect Stage 1 Live to terminal 'L/+' & Stage 1 Neutral to terminal 'N/-' and link both 

terminals 'S2' & 'S3' to Stage 1 Live
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